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NPDES Permit Compliance Summary 

Report Period:  October 1, 2023 - September 30, 2024 
 
 
Credit River city of - Territory 

MN0066826 
 
1. Facility/Permit information 
 
This section summarizes general information about your facility and permit. It includes a list of all of the contacts we 
have recorded for you. In particular, please ensure that the listed 24-hour contact for your facility is current. This report 
also provides you with a list of Minnesota Pollution Control Agency (MPCA) contacts for your facility. 
 
Facility contacts 

Name Relationship Phone Email 

Chris Kostik is responsible official for 
owns 

952-440-5515 kostik@creditriver-mn.gov 

Shane Nelson is consultant for 612-636-5047 
763-852-0479 

shanen@haa-inc.com 

Tyler Gagner is 24-Hour emergency contact 
- Secondary for 
is 24-Hour emergency 
contact-Primary for 
is Online Subscriber for 
is Wastewater permit contact 
for 

763-434-5660 
763-486-5736 

tgagner@nsuwater.com 

Dominique Hill is Wastewater Billing Contact 
for 

952-440-5515 treasurer@creditriver-mn.gov 

Leroy Schommer owns 612-290-0506 schommer@creditriver-mn.gov 

Shannon Hughes is DMR recipient for 763-434-5660 shughes@nsuwater.com 

Hakanson Anderson is consultant for   

 
If any of the above contacts are inaccurate, please submit the appropriate form to NPDES.PCA@state.mn.us: 

- To remove an Online Subscriber contact, please submit an e-Services: Request to remove account holder 
authorization (wq-wwprm7-100b) 

- For all other contact updates, please submit a Permit contact change form (wq-wwprm7-72) 
 
Design flow 

Facility Design Flow:  0.0670 million gallons per day (MGD) average wet-weather (AWW)/average daily (AD)* 
*Please note that Industrial Facilities may have inaccurate design flows listed if the most current permit was 
issued prior to 2014. 

 
Facility information 

EPA MINOR Facility 
Plant Class:  Class C 
Land application:    
Permit expiration:  02/28/2019 
SIC code:  4952 - Sewerage Systems 

mailto:NPDES.PCA@state.mn.us
https://www.pca.state.mn.us/sites/default/files/wq-wwprm7-100b.docx
https://www.pca.state.mn.us/sites/default/files/wq-wwprm7-100b.docx
https://www.pca.state.mn.us/sites/default/files/wq-wwprm7-72.docx
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Treatment plant operators: 

Name Email Phone Class Expiration 

Adrian Starks astarks@nsuwater.com 612-434-2181 C 12/01/2025 

Tyler Gagner 89tylerg@gmail.com 763-486-5736 B 06/01/2025 

 
If any of the above Treatment plant operators, including their associated contact information are inaccurate, please submit 
those edits to NPDES.PCA@state.mn.us. 
 
Geographical information 

County:  Scott 
Basin:  <NO_DATA_FOUND> 
Major Watershed:  <NO_DATA_FOUND> 
Minor Watershed:  <NO_DATA_FOUND> 
Receiving Water:  <NO_DATA_FOUND> 
Special Designation:  Not Applicable 
Impaired:  Not Applicable 

 
MPCA staff assignments 

Wastewater Data Manager:  Jennifer Satnik (jennifer.satnik@state.mn.us) 651-757-2692 
Enforcement/Compliance:  Kevin Peterson (kevin.john.peterson@state.mn.us) 218-491-9291 
Engineering:  Benjamin Carlson (benjamin.carlson@state.mn.us) 651-757-2682 
Permitting:  Marcell Mikkelson (marcell.mikkelson@state.mn.us) 651-757-2134 

 
 
2. Compliance information summary 
 
This section summarizes the Discharge Monitoring Report (DMR) reporting and monitoring requirements of your permit 
and the information reported on your DMRs from October 1, 2023 - September 30, 2024. 
 
Total DMR forms 
required Timely DMRs Missing DMRs Late < 10 days Late 11 – 30 days Late 31 – 90 days Late > 90 days 

193 193 0 0 0 0 0 

 

DMR parameters 

Type of parameter Total required Missing Percent missing 
Alleged effluent 
limit exceedances 

Percent effluent 
exceedance 

Limited parameters 141 0    0.00% 2    1.42% 

"Report Only" parameters 1372 0    0.00%   

All parameters 1513 0    0.00% 2    0.13% 

 
 
3. Alleged effluent limit exceedances 
 
This section summarizes reported DMR values that exceeded the limits in your permit for October 1, 2023 - September 30, 
2024. 
 

Station DMR monitoring period Parameter Limit Reported value 

WS 004 07/01/2024 - 07/31/2024 Flow in million gallons per day - daily 
maximum 

0.0342               .1055 

mailto:NPDES.PCA@state.mn.us
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Station DMR monitoring period Parameter Limit Reported value 

WS 010 06/01/2024 - 06/30/2024 Flow in million gallons per day - daily 
maximum 

0.0229               .0544 

 
 
4. Late or missing DMR information 
 
This section summarizes late or missing DMR reports and missing individual DMR parameters for October 1, 2023 - 
September 30, 2024. 
 

Station DMR monitoring period Report status 
Submission  
due date 

Submission 
received 

 
Parameters missing from submitted DMRs 

Station DMR monitoring period Parameter 

 
This section summarizes missing sample values for October 1, 2023 - September 30, 2024. 
 
Missing sample values 

Station Monitoring period Reporting status Submission due date Submission received date 

 
 
5. Inspections 
 
This section lists inspections conducted at your facility from October 1, 2023 - September 30, 2024. 
 

Inspection date Inspector Inspection type 

 
 
6. Incidents 
 
This section lists reported wastewater-related incidents (releases, bypasses, etc.) related to your collection system or 
treatment plant/facility from October 1, 2023 - September 30, 2024. Review your records to ensure that a Release Report 
form was completed and attached to the DMR, as outlined in your permit or by your Compliance and Enforcement Staff. 
 

Incident date/time Incident type Dispatch # Media impacted 

03/27/2024 Release - Collection System - Dry 
Weather 

219593 Soil, Storm Sewer 

 
 
7. Submittals 
 
This section lists non-DMR submittals required by this permit during October 1, 2023 - September 30, 2024. This list may 
not include all submittals required during this review period. Refer to your permit for all submittals and due dates. 
 

Target date 
Date 
received Status Requirement description 

07/01/2024 06/21/2024 On Time The Permittee must submit a bi-annual progress report detailing the number 
of houses constructed that are included in each permitted system (Systems 
1, 2 & 3, 7 and 8). submit a progress report : Due by the end of each calendar 
half-year. [Minn. R. 7001] 

https://www.pca.state.mn.us/sites/default/files/wq-wwtp7-20a.docx
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Target date 
Date 
received Status Requirement description 

01/31/2024  Missing The Permittee shall submit a pretreatment annual report : Due by 31 days 
after the end of each calendar year following permit issuance if a SIU 
discharges to the POTW during a given calendar year. [Minn. R. 7049] 

12/31/2023  Missing The Permittee shall submit a biosolids annual report : Due annually, by the 
31st of December on a form provided by or approved by the MPCA. The 
report shall include the requirements in Minnesota Rules, part 7041.1700. 
[Minn. R. 7041.1700] 

 
 
8. DMR data submitted 
 
This section lists all DMR data submitted for October 1, 2023 - September 30, 2024. 
 

Station ID Parameter name Limit Oct Nov Dec Jan Feb Mar Apr May Jun Jul Aug Sep 

GW 001 Chloride, Total in mg/L - 
calendar month maximum 

Report 28      29   31   

GW 001 Elevation of GW Relative to 
Mean Sea Level in ft - 
instantaneous maximum 

Report 1029.6      1030.33   1029.58   

GW 001 Nitrite Plus Nitrate, Total (as 
N) in mg/L - calendar month 
maximum 

Report <.03      <.03   <.03   

GW 001 Nitrogen, Ammonia, Total 
(as N) in mg/L - calendar 
month maximum 

Report .03      <.02   .03   

GW 001 Nitrogen, Kjeldahl, Total in 
mg/L - calendar month 
maximum 

Report .34      .27   .21   

GW 001 Specific Conductance in 
umhos/cm - instantaneous 
maximum 

Report 660      590   710   

GW 001 Temperature, Water (C) in 
degrees C - instantaneous 
maximum 

Report 13      12   15   

GW 001 pH in SU - instantaneous 
maximum 

Report 7.07      6.93   5.29   

GW 001 pH in SU - instantaneous 
minimum 

Report 7.07      6.93   5.29   

GW 002 Chloride, Total in mg/L - 
calendar month maximum 

Report 239      316   306   

GW 002 Elevation of GW Relative to 
Mean Sea Level in ft - 
instantaneous maximum 

Report 1020.3      1023.25   1023.62   

GW 002 Nitrite Plus Nitrate, Total (as 
N) in mg/L - calendar month 
maximum 

12.0 .4      2.8   1.7   

GW 002 Nitrogen, Ammonia, Total 
(as N) in mg/L - calendar 
month maximum 

Report <.02      <.02   <.02   

GW 002 Nitrogen, Kjeldahl, Total in 
mg/L - calendar month 
maximum 

Report .55      .44   .81   

GW 002 Specific Conductance in 
umhos/cm - instantaneous 
maximum 

Report 1520      1450   1910   

GW 002 Temperature, Water (C) in 
degrees C - instantaneous 

Report 20      10   18   
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Station ID Parameter name Limit Oct Nov Dec Jan Feb Mar Apr May Jun Jul Aug Sep 
maximum 

GW 002 pH in SU - instantaneous 
maximum 

Report 7      6.78   6.3   

GW 002 pH in SU - instantaneous 
minimum 

Report 7      6.78   6.3   

GW 003 Chloride, Total in mg/L - 
calendar month maximum 

Report 6.1      6   6.2   

GW 003 Elevation of GW Relative to 
Mean Sea Level in ft - 
instantaneous maximum 

Report 1014.33      1015.68   1016.72   

GW 003 Nitrite Plus Nitrate, Total (as 
N) in mg/L - calendar month 
maximum 

Report <.03      <.03   <.03   

GW 003 Nitrogen, Ammonia, Total 
(as N) in mg/L - calendar 
month maximum 

Report .36      .31   .35   

GW 003 Nitrogen, Kjeldahl, Total in 
mg/L - calendar month 
maximum 

Report .48      .5   .61   

GW 003 Specific Conductance in 
umhos/cm - instantaneous 
maximum 

Report 710      650   880   

GW 003 Temperature, Water (C) in 
degrees C - instantaneous 
maximum 

Report 11      11   12   

GW 003 pH in SU - instantaneous 
maximum 

Report 7.73      7   7.01   

GW 003 pH in SU - instantaneous 
minimum 

Report 7.73      7   7.01   

GW 004 Chloride, Total in mg/L - 
calendar month maximum 

Report 54      59   58   

GW 004 Elevation of GW Relative to 
Mean Sea Level in ft - 
instantaneous maximum 

Report 987.79      989   989.91   

GW 004 Nitrite Plus Nitrate, Total (as 
N) in mg/L - calendar month 
maximum 

Report .05      .03   <.03   

GW 004 Nitrogen, Ammonia, Total 
(as N) in mg/L - calendar 
month maximum 

Report <.02      <.02   .02   

GW 004 Nitrogen, Kjeldahl, Total in 
mg/L - calendar month 
maximum 

Report .2      .33   .34   

GW 004 Specific Conductance in 
umhos/cm - instantaneous 
maximum 

Report 700      660   900   

GW 004 Temperature, Water (C) in 
degrees C - instantaneous 
maximum 

Report 9.1      12   12   

GW 004 pH in SU - instantaneous 
maximum 

Report 6.98      6.52   6.62   

GW 004 pH in SU - instantaneous 
minimum 

Report 6.98      6.52   6.62   

GW 005 Chloride, Total in mg/L - 
calendar month maximum 

Report 14      11   14   
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Station ID Parameter name Limit Oct Nov Dec Jan Feb Mar Apr May Jun Jul Aug Sep 

GW 005 Elevation of GW Relative to 
Mean Sea Level in ft - 
instantaneous maximum 

Report 989.37      991.02   991.16   

GW 005 Nitrite Plus Nitrate, Total (as 
N) in mg/L - calendar month 
maximum 

11.1 <0.03      0.04   0.04   

GW 005 Nitrogen, Ammonia, Total 
(as N) in mg/L - calendar 
month maximum 

Report 1.41      1.47   1.75   

GW 005 Nitrogen, Kjeldahl, Total in 
mg/L - calendar month 
maximum 

Report 3.31      5.16   6.5   

GW 005 Specific Conductance in 
umhos/cm - instantaneous 
maximum 

Report 730      730   960   

GW 005 Temperature, Water (C) in 
degrees C - instantaneous 
maximum 

Report 14      9   12   

GW 005 pH in SU - instantaneous 
maximum 

Report 6.79      6.85   6.63   

GW 005 pH in SU - instantaneous 
minimum 

Report 6.79      6.85   6.63   

GW 006 Chloride, Total in mg/L - 
calendar month maximum 

Report 89      104   117   

GW 006 Elevation of GW Relative to 
Mean Sea Level in ft - 
instantaneous maximum 

Report 1020.87      1022.46   1025.92   

GW 006 Nitrite Plus Nitrate, Total (as 
N) in mg/L - calendar month 
maximum 

10.23 2.61      1   .7   

GW 006 Nitrogen, Ammonia, Total 
(as N) in mg/L - calendar 
month maximum 

Report .03      <.02   <.02   

GW 006 Nitrogen, Kjeldahl, Total in 
mg/L - calendar month 
maximum 

Report .51      .46   .48   

GW 006 Specific Conductance in 
umhos/cm - instantaneous 
maximum 

Report 1120      1190   1540   

GW 006 Temperature, Water (C) in 
degrees C - instantaneous 
maximum 

Report 9.1      11   12   

GW 006 pH in SU - instantaneous 
maximum 

Report 7.41      6.67   6.47   

GW 006 pH in SU - instantaneous 
minimum 

Report 7.41      6.67   6.47   

GW 007 Chloride, Total in mg/L - 
calendar month maximum 

Report 445      364   .45   

GW 007 Elevation of GW Relative to 
Mean Sea Level in ft - 
instantaneous maximum 

Report 1028.21      1031.91   1034.32   

GW 007 Nitrite Plus Nitrate, Total (as 
N) in mg/L - calendar month 
maximum 

43.0 .2      .2   .1   

GW 007 Nitrogen, Ammonia, Total 
(as N) in mg/L - calendar 
month maximum 

Report <.02      <.02   <.02   

GW 007 Nitrogen, Kjeldahl, Total in 
mg/L - calendar month 
maximum 

Report .27      .41   .45   
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Station ID Parameter name Limit Oct Nov Dec Jan Feb Mar Apr May Jun Jul Aug Sep 

GW 007 Specific Conductance in 
umhos/cm - instantaneous 
maximum 

Report 1930      1790   1910   

GW 007 Temperature, Water (C) in 
degrees C - instantaneous 
maximum 

Report 15      12   15   

GW 007 pH in SU - instantaneous 
maximum 

Report 6.4      6.63   6.66   

GW 007 pH in SU - instantaneous 
minimum 

Report 6.4      6.63   6.66   

GW 008 Chloride, Total in mg/L - 
calendar month maximum 

Report 39      39   40   

GW 008 Elevation of GW Relative to 
Mean Sea Level in ft - 
instantaneous maximum 

Report 1022.41      1023.63   1023.43   

GW 008 Nitrite Plus Nitrate, Total (as 
N) in mg/L - calendar month 
maximum 

28.0 <0.03      <0.03   <0.03   

GW 008 Nitrogen, Ammonia, Total 
(as N) in mg/L - calendar 
month maximum 

Report <.02      <.02   <.02   

GW 008 Nitrogen, Kjeldahl, Total in 
mg/L - calendar month 
maximum 

Report .11      .17   .22   

GW 008 Specific Conductance in 
umhos/cm - instantaneous 
maximum 

Report 850      720   1040   

GW 008 Temperature, Water (C) in 
degrees C - instantaneous 
maximum 

Report 12      12   14   

GW 008 pH in SU - instantaneous 
maximum 

Report 7.15      6.85   6.73   

GW 008 pH in SU - instantaneous 
minimum 

Report 7.15      6.85   6.73   

GW 009 Chloride, Total in mg/L - 
calendar month maximum 

Report 167      218   184   

GW 009 Elevation of GW Relative to 
Mean Sea Level in ft - 
instantaneous maximum 

Report 1030.25      1032.73   1034.72   

GW 009 Nitrite Plus Nitrate, Total (as 
N) in mg/L - calendar month 
maximum 

Report 2.85      2.55   2.27   

GW 009 Nitrogen, Ammonia, Total 
(as N) in mg/L - calendar 
month maximum 

Report .03      <.02   <.02   

GW 009 Nitrogen, Kjeldahl, Total in 
mg/L - calendar month 
maximum 

Report .29      .31   .45   

GW 009 Specific Conductance in 
umhos/cm - instantaneous 
maximum 

Report 1370      1300   1560   

GW 009 Temperature, Water (C) in 
degrees C - instantaneous 
maximum 

Report 15      12   52   

GW 009 pH in SU - instantaneous 
maximum 

Report 6.85      6.63   6.3   

GW 009 pH in SU - instantaneous 
minimum 

Report 6.85      6.63   6.3   
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Station ID Parameter name Limit Oct Nov Dec Jan Feb Mar Apr May Jun Jul Aug Sep 

GW 010 Chloride, Total in mg/L - 
calendar month maximum 

Report 15      25   15   

GW 010 Elevation of GW Relative to 
Mean Sea Level in ft - 
instantaneous maximum 

Report 998.13      1001.73   1009.78   

GW 010 Nitrite Plus Nitrate, Total (as 
N) in mg/L - calendar month 
maximum 

85.0 <0.03      <0.03   <.03   

GW 010 Nitrogen, Ammonia, Total 
(as N) in mg/L - calendar 
month maximum 

Report .08      .04   .51   

GW 010 Nitrogen, Kjeldahl, Total in 
mg/L - calendar month 
maximum 

Report 2.3      .32   .94   

GW 010 Specific Conductance in 
umhos/cm - instantaneous 
maximum 

Report 660      610   830   

GW 010 Temperature, Water (C) in 
degrees C - instantaneous 
maximum 

Report 12      12   16   

GW 010 pH in SU - instantaneous 
maximum 

Report 7.12      6.84   7.02   

GW 010 pH in SU - instantaneous 
minimum 

Report 7.12      6.84   7.02   

GW 011 Chloride, Total in mg/L - 
calendar month maximum 

Report 5.3      5   <3   

GW 011 Elevation of GW Relative to 
Mean Sea Level in ft - 
instantaneous maximum 

Report 1026.33      1031.91   1037.49   

GW 011 Nitrite Plus Nitrate, Total (as 
N) in mg/L - calendar month 
maximum 

Report .04      <.03   .16   

GW 011 Nitrogen, Ammonia, Total 
(as N) in mg/L - calendar 
month maximum 

Report .07      <.02   <.02   

GW 011 Nitrogen, Kjeldahl, Total in 
mg/L - calendar month 
maximum 

Report 1.14      .64   .5   

GW 011 Specific Conductance in 
umhos/cm - instantaneous 
maximum 

Report 330      110   16   

GW 011 Temperature, Water (C) in 
degrees C - instantaneous 
maximum 

Report 12      9.3   5.69   

GW 011 pH in SU - instantaneous 
maximum 

Report 7.2      6.75   240   

GW 011 pH in SU - instantaneous 
minimum 

Report 7.2      6.75   240   

GW 012 Chloride, Total in mg/L - 
calendar month maximum 

Report 18      4   42   

GW 012 Elevation of GW Relative to 
Mean Sea Level in ft - 
instantaneous maximum 

Report 1016.43      1024.18   1027.23   

GW 012 Nitrite Plus Nitrate, Total (as 
N) in mg/L - calendar month 
maximum 

54.0 7.8      3   9.1   

GW 012 Nitrogen, Ammonia, Total 
(as N) in mg/L - calendar 
month maximum 

Report .02      <.02   <.02   
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Station ID Parameter name Limit Oct Nov Dec Jan Feb Mar Apr May Jun Jul Aug Sep 

GW 012 Nitrogen, Kjeldahl, Total in 
mg/L - calendar month 
maximum 

Report .26      .22   .38   

GW 012 Specific Conductance in 
umhos/cm - instantaneous 
maximum 

Report 680      510   14   

GW 012 Temperature, Water (C) in 
degrees C - instantaneous 
maximum 

Report 12      9.7   6.58   

GW 012 pH in SU - instantaneous 
maximum 

Report 7.1      7.1   800   

GW 012 pH in SU - instantaneous 
minimum 

Report 7.1      7.1   800   

GW 013 Chloride, Total in mg/L - 
calendar month maximum 

Report 153      322   204   

GW 013 Elevation of GW Relative to 
Mean Sea Level in ft - 
instantaneous maximum 

Report 1002.13      1007.83   1014.4   

GW 013 Nitrite Plus Nitrate, Total (as 
N) in mg/L - calendar month 
maximum 

85.0 12      19.2   13.3   

GW 013 Nitrogen, Ammonia, Total 
(as N) in mg/L - calendar 
month maximum 

Report <.02      <.02   <.02   

GW 013 Nitrogen, Kjeldahl, Total in 
mg/L - calendar month 
maximum 

Report .12      <.1   .23   

GW 013 Specific Conductance in 
umhos/cm - instantaneous 
maximum 

Report 1340      1520   1490   

GW 013 Temperature, Water (C) in 
degrees C - instantaneous 
maximum 

Report 9.3      13   13   

GW 013 pH in SU - instantaneous 
maximum 

Report 7.58      6.65   6.6   

GW 013 pH in SU - instantaneous 
minimum 

Report 7.58      6.65   6.6   

GW 014 Chloride, Total in mg/L - 
calendar month maximum 

Report 17      9   16   

GW 014 Elevation of GW Relative to 
Mean Sea Level in ft - 
instantaneous maximum 

Report 1009.95      1018.86   1019.84   

GW 014 Nitrite Plus Nitrate, Total (as 
N) in mg/L - calendar month 
maximum 

85.0 <0.03      .2   .5   

GW 014 Nitrogen, Ammonia, Total 
(as N) in mg/L - calendar 
month maximum 

Report .08      <.02   .03   

GW 014 Nitrogen, Kjeldahl, Total in 
mg/L - calendar month 
maximum 

Report .33      .17   .12   

GW 014 Specific Conductance in 
umhos/cm - instantaneous 
maximum 

Report 700      500   850   

GW 014 Temperature, Water (C) in 
degrees C - instantaneous 
maximum 

Report 12      11   13   

GW 014 pH in SU - instantaneous 
maximum 

Report 7.08      7.06   6.67   
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Station ID Parameter name Limit Oct Nov Dec Jan Feb Mar Apr May Jun Jul Aug Sep 

GW 014 pH in SU - instantaneous 
minimum 

Report 7.08      7.06   6.67   

GW 015 Chloride, Total in mg/L - 
calendar month maximum 

Report <3      <3   <3   

GW 015 Elevation of GW Relative to 
Mean Sea Level in ft - 
instantaneous maximum 

Report 1022.24      1027.86   1031.44   

GW 015 Nitrite Plus Nitrate, Total (as 
N) in mg/L - calendar month 
maximum 

85.0 0.05      .3   <0.03   

GW 015 Nitrogen, Ammonia, Total 
(as N) in mg/L - calendar 
month maximum 

Report .03      <.02   <.02   

GW 015 Nitrogen, Kjeldahl, Total in 
mg/L - calendar month 
maximum 

Report 2.04      .16   .19   

GW 015 Specific Conductance in 
umhos/cm - instantaneous 
maximum 

Report 440      220   330   

GW 015 Temperature, Water (C) in 
degrees C - instantaneous 
maximum 

Report 13      11   15   

GW 015 pH in SU - instantaneous 
maximum 

Report 7.3      7.06   6.71   

GW 015 pH in SU - instantaneous 
minimum 

Report 7.3      7.06   6.71   

GW 016 Chloride, Total in mg/L - 
calendar month maximum 

Report 131      125   126   

GW 016 Elevation of GW Relative to 
Mean Sea Level in ft - 
instantaneous maximum 

Report 1031.59      1038.65   1042.57   

GW 016 Nitrite Plus Nitrate, Total (as 
N) in mg/L - calendar month 
maximum 

Report 1      1.07   1.15   

GW 016 Nitrogen, Ammonia, Total 
(as N) in mg/L - calendar 
month maximum 

Report <.02      <.02   <.02   

GW 016 Nitrogen, Kjeldahl, Total in 
mg/L - calendar month 
maximum 

Report <.1      .14   .11   

GW 016 Specific Conductance in 
umhos/cm - instantaneous 
maximum 

Report 990      910   1180   

GW 016 Temperature, Water (C) in 
degrees C - instantaneous 
maximum 

Report 7      12   14   

GW 016 pH in SU - instantaneous 
maximum 

Report 7      6.75   6.48   

GW 016 pH in SU - instantaneous 
minimum 

Report 7      6.75   6.48   

GW 017 Chloride, Total in mg/L - 
calendar month maximum 

Report 25      27   22   

GW 017 Elevation of GW Relative to 
Mean Sea Level in ft - 
instantaneous maximum 

Report 1008.25      1009.55   1010.6   

GW 017 Nitrite Plus Nitrate, Total (as 
N) in mg/L - calendar month 
maximum 

76.0 1.1      3.4   .8   
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Station ID Parameter name Limit Oct Nov Dec Jan Feb Mar Apr May Jun Jul Aug Sep 

GW 017 Nitrogen, Ammonia, Total 
(as N) in mg/L - calendar 
month maximum 

Report .05      .05   .64   

GW 017 Nitrogen, Kjeldahl, Total in 
mg/L - calendar month 
maximum 

Report .35      27   1.47   

GW 017 Specific Conductance in 
umhos/cm - instantaneous 
maximum 

Report 750      720   16   

GW 017 Temperature, Water (C) in 
degrees C - instantaneous 
maximum 

Report 14      9.6   6.65   

GW 017 pH in SU - instantaneous 
maximum 

Report 7.06      6.94   760   

GW 017 pH in SU - instantaneous 
minimum 

Report 7.06      6.94   760   

GW 018 Chloride, Total in mg/L - 
calendar month maximum 

Report 196      184   201   

GW 018 Elevation of GW Relative to 
Mean Sea Level in ft - 
instantaneous maximum 

Report 1031.39      1033.47   1034.62   

GW 018 Nitrite Plus Nitrate, Total (as 
N) in mg/L - calendar month 
maximum 

Report .29      <.03   <.03   

GW 018 Nitrogen, Ammonia, Total 
(as N) in mg/L - calendar 
month maximum 

Report .05      <.02   <.02   

GW 018 Nitrogen, Kjeldahl, Total in 
mg/L - calendar month 
maximum 

Report 1.16      .74   .42   

GW 018 Specific Conductance in 
umhos/cm - instantaneous 
maximum 

Report 1300      1590   1500   

GW 018 Temperature, Water (C) in 
degrees C - instantaneous 
maximum 

Report 13      8.6   13   

GW 018 pH in SU - instantaneous 
maximum 

Report 6.63      7.7   6.41   

GW 018 pH in SU - instantaneous 
minimum 

Report 6.63      7.7   6.41   

GW 019 Chloride, Total in mg/L - 
calendar month maximum 

Report 278      394   165   

GW 019 Elevation of GW Relative to 
Mean Sea Level in ft - 
instantaneous maximum 

Report 1025.52      1027.6   1033.43   

GW 019 Nitrite Plus Nitrate, Total (as 
N) in mg/L - calendar month 
maximum 

Report 3.91      9.47   6.63   

GW 019 Nitrogen, Ammonia, Total 
(as N) in mg/L - calendar 
month maximum 

Report .02      <.02   <.02   

GW 019 Nitrogen, Kjeldahl, Total in 
mg/L - calendar month 
maximum 

Report .16      .18   .16   

GW 019 Specific Conductance in 
umhos/cm - instantaneous 
maximum 

Report 1380      2070   1310   

GW 019 Temperature, Water (C) in 
degrees C - instantaneous 
maximum 

Report 15      8.9   15   
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Station ID Parameter name Limit Oct Nov Dec Jan Feb Mar Apr May Jun Jul Aug Sep 

GW 019 pH in SU - instantaneous 
maximum 

Report 6.88      7.7   5.95   

GW 019 pH in SU - instantaneous 
minimum 

Report 6.88      7.7   5.95   

GW 020 Chloride, Total in mg/L - 
calendar month maximum 

Report 464      213   43   

GW 020 Elevation of GW Relative to 
Mean Sea Level in ft - 
instantaneous maximum 

Report 1009.2      1008.61   1016.07   

GW 020 Nitrite Plus Nitrate, Total (as 
N) in mg/L - calendar month 
maximum 

Report 2.72      5.28   1.84   

GW 020 Nitrogen, Ammonia, Total 
(as N) in mg/L - calendar 
month maximum 

Report <.02      <.02   1.03   

GW 020 Nitrogen, Kjeldahl, Total in 
mg/L - calendar month 
maximum 

Report .3      .24   4.54   

GW 020 Specific Conductance in 
umhos/cm - instantaneous 
maximum 

Report 1830      1410   630   

GW 020 Temperature, Water (C) in 
degrees C - instantaneous 
maximum 

Report 16      11   15   

GW 020 pH in SU - instantaneous 
maximum 

Report 6.9      7.5   6.37   

GW 020 pH in SU - instantaneous 
minimum 

Report 6.9      7.5   6.37   

GW 021 Chloride, Total in mg/L - 
calendar month maximum 

Report 18      23   29   

GW 021 Elevation of GW Relative to 
Mean Sea Level in ft - 
instantaneous maximum 

Report 1003.0      1005.11   1007.82   

GW 021 Nitrite Plus Nitrate, Total (as 
N) in mg/L - calendar month 
maximum 

21.0 .3      2.3   .8   

GW 021 Nitrogen, Ammonia, Total 
(as N) in mg/L - calendar 
month maximum 

Report <.02      <.02   6.42   

GW 021 Nitrogen, Kjeldahl, Total in 
mg/L - calendar month 
maximum 

Report <.1      .16   7.36   

GW 021 Specific Conductance in 
umhos/cm - instantaneous 
maximum 

Report 600      700   720   

GW 021 Temperature, Water (C) in 
degrees C - instantaneous 
maximum 

Report 14      8.4   14   

GW 021 pH in SU - instantaneous 
maximum 

Report 6.99      7.6   6.64   

GW 021 pH in SU - instantaneous 
minimum 

Report 6.99      7.6   6.64   

GW 022 Chloride, Total in mg/L - 
calendar month maximum 

Report 40      430   139   

GW 022 Elevation of GW Relative to 
Mean Sea Level in ft - 
instantaneous maximum 

Report 1007.21      1008.31   1009.87   
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Station ID Parameter name Limit Oct Nov Dec Jan Feb Mar Apr May Jun Jul Aug Sep 

GW 022 Nitrite Plus Nitrate, Total (as 
N) in mg/L - calendar month 
maximum 

40.0 4.2      19.7   7.8   

GW 022 Nitrogen, Ammonia, Total 
(as N) in mg/L - calendar 
month maximum 

Report <.02      <.02   <.02   

GW 022 Nitrogen, Kjeldahl, Total in 
mg/L - calendar month 
maximum 

Report .21      .22   .15   

GW 022 Specific Conductance in 
umhos/cm - instantaneous 
maximum 

Report 760      2340   1220   

GW 022 Temperature, Water (C) in 
degrees C - instantaneous 
maximum 

Report 15      8   13   

GW 022 pH in SU - instantaneous 
maximum 

Report 6.76      7.4   6.4   

GW 022 pH in SU - instantaneous 
minimum 

Report 6.76      7.4   6.4   

GW 023 Chloride, Total in mg/L - 
calendar month maximum 

Report 62      42   50   

GW 023 Elevation of GW Relative to 
Mean Sea Level in ft - 
instantaneous maximum 

Report 1048.05      1053   1053.6   

GW 023 Nitrite Plus Nitrate, Total (as 
N) in mg/L - calendar month 
maximum 

Report .14      .45   .14   

GW 023 Nitrogen, Ammonia, Total 
(as N) in mg/L - calendar 
month maximum 

Report .04      <.02   .03   

GW 023 Nitrogen, Kjeldahl, Total in 
mg/L - calendar month 
maximum 

Report 1.05      .69   .6   

GW 023 Specific Conductance in 
umhos/cm - instantaneous 
maximum 

Report 580      360   620   

GW 023 Temperature, Water (C) in 
degrees C - instantaneous 
maximum 

Report 14      11   13   

GW 023 pH in SU - instantaneous 
maximum 

Report 6.94      7.24   6.86   

GW 023 pH in SU - instantaneous 
minimum 

Report 6.94      7.24   6.86   

GW 025 Chloride, Total in mg/L - 
calendar month maximum 

Report 199      279   238   

GW 025 Elevation of GW Relative to 
Mean Sea Level in ft - 
instantaneous maximum 

Report 1054.75      1055.34   1058.74   

GW 025 Nitrite Plus Nitrate, Total (as 
N) in mg/L - calendar month 
maximum 

Report .37      .2   .17   

GW 025 Nitrogen, Ammonia, Total 
(as N) in mg/L - calendar 
month maximum 

Report .04      <.02   .03   

GW 025 Nitrogen, Kjeldahl, Total in 
mg/L - calendar month 
maximum 

Report .54      .33   .56   

GW 025 Specific Conductance in 
umhos/cm - instantaneous 
maximum 

Report 1180      1880   1740   
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Station ID Parameter name Limit Oct Nov Dec Jan Feb Mar Apr May Jun Jul Aug Sep 

GW 025 Temperature, Water (C) in 
degrees C - instantaneous 
maximum 

Report 15      11   14   

GW 025 pH in SU - instantaneous 
maximum 

Report 6.67      7.3   6.21   

GW 025 pH in SU - instantaneous 
minimum 

Report 6.67      7.3   6.21   

GW 026 Chloride, Total in mg/L - 
calendar month maximum 

Report 116      280   356   

GW 026 Elevation of GW Relative to 
Mean Sea Level in ft - 
instantaneous maximum 

Report 1016.89      1021.52   1023.26   

GW 026 Nitrite Plus Nitrate, Total (as 
N) in mg/L - calendar month 
maximum 

40.0 <0.03      .2   .2   

GW 026 Nitrogen, Ammonia, Total 
(as N) in mg/L - calendar 
month maximum 

Report .03      <.02   <.02   

GW 026 Nitrogen, Kjeldahl, Total in 
mg/L - calendar month 
maximum 

Report <.1      .16   <.1   

GW 026 Specific Conductance in 
umhos/cm - instantaneous 
maximum 

Report 980      1670   1520   

GW 026 Temperature, Water (C) in 
degrees C - instantaneous 
maximum 

Report 15      11   13   

GW 026 pH in SU - instantaneous 
maximum 

Report 6.84      7.5   6.7   

GW 026 pH in SU - instantaneous 
minimum 

Report 6.84      7.5   6.7   

GW 027 Chloride, Total in mg/L - 
calendar month maximum 

Report 35      39   40   

GW 027 Elevation of GW Relative to 
Mean Sea Level in ft - 
instantaneous maximum 

Report 1051.94      1060.39   1061.78   

GW 027 Nitrite Plus Nitrate, Total (as 
N) in mg/L - calendar month 
maximum 

Report 13      13   11   

GW 027 Nitrogen, Ammonia, Total 
(as N) in mg/L - calendar 
month maximum 

Report <.02      <.02   <.02   

GW 027 Nitrogen, Kjeldahl, Total in 
mg/L - calendar month 
maximum 

Report .27      .2   .2   

GW 027 Specific Conductance in 
umhos/cm - instantaneous 
maximum 

Report 810      760   930   

GW 027 Temperature, Water (C) in 
degrees C - instantaneous 
maximum 

Report 14      12   12   

GW 027 pH in SU - instantaneous 
maximum 

Report 6.78      6.82   6.87   

GW 027 pH in SU - instantaneous 
minimum 

Report 6.78      6.82   6.87   

GW 028 Chloride, Total in mg/L - 
calendar month maximum 

Report NoDis      23   49   
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Station ID Parameter name Limit Oct Nov Dec Jan Feb Mar Apr May Jun Jul Aug Sep 

GW 028 Elevation of GW Relative to 
Mean Sea Level in ft - 
instantaneous maximum 

Report NoDis      1026.32   1030.87   

GW 028 Nitrite Plus Nitrate, Total (as 
N) in mg/L - calendar month 
maximum 

40.0 NoDis      <0.03   1.8   

GW 028 Nitrogen, Ammonia, Total 
(as N) in mg/L - calendar 
month maximum 

Report NoDis      <.02   <.02   

GW 028 Nitrogen, Kjeldahl, Total in 
mg/L - calendar month 
maximum 

Report NoDis      .87   .19   

GW 028 Specific Conductance in 
umhos/cm - instantaneous 
maximum 

Report NoDis      770   1110   

GW 028 Temperature, Water (C) in 
degrees C - instantaneous 
maximum 

Report NoDis      11   12   

GW 028 pH in SU - instantaneous 
maximum 

Report NoDis      6.82   6.54   

GW 028 pH in SU - instantaneous 
minimum 

Report NoDis      6.82   6.54   

WS 001 BOD, Carbonaceous 05 Day 
(20 Deg C) in mg/L - 
calendar month average 

Report 41 37 56 59 61 58 58 64 38 36 30 32 

WS 001 Flow in Mgal - calendar 
month total 

Report .1523 .1327 .1501 .1426 .1279 .1329 .1351 .1661 .3028 .1865 .1927 .1359 

WS 001 Flow in mgd - calendar 
month average 

0.0135 .0049 .0044 .0048 .0046 .0044 .0043 .0045 .0054 .0101 .006 .0062 .0045 

WS 001 Flow in mgd - daily 
maximum 

0.0202 .0061 .0065 .0074 .0055 .005 .0052 .0056 .0083 0.0152 .0115 .0085 .0054 

WS 001 Precipitation in in - calendar 
month total 

Report 3.62 .06 1.62 .16 .8 1.86 3.52 5.61 9.41 3.53 2.19 .36 

WS 001 Solids, Total Suspended 
(TSS) in mg/L - calendar 
month average 

Report 16 15 21 24 29 23 18 29 16 17 13 12 

WS 001 pH in SU - calendar month 
maximum 

Report 7.72 7.8 7.72 8.15 7.78 7.6 7.75 7.55 7.44 7.56 7.35 7.61 

WS 001 pH in SU - calendar month 
minimum 

Report 7.65 7.59 7.65 7.96 7.69 7.21 7.6 7.55 7.35 7.5 7.32 7.5 

WS 003 Remaining Scum Capacity in 
in - calendar quarter 
maximum 

Report   9   8   9   9 

WS 003 Remaining Sludge Capacity 
in in - calendar quarter 
maximum 

Report   27   26   27   27 

WS 003 Scum Depth, Maximum of 
Sample in in - calendar 
quarter maximum 

Report   0   1   0   0 

WS 003 Sludge Depth, Maximum of 
Sample in in - calendar 
quarter maximum 

Report   3   6   5   8 

WS 004 BOD, Carbonaceous 05 Day 
(20 Deg C) in mg/L - 
calendar month average 

Report 32 55 61 77 78 86 67 76 73 67 60 55 

WS 004 Flow in Mgal - calendar 
month total 

Report .3114 .2971 .279 .2566 .2482 .2283 .2595 .4397 .5277 .4299 .343 .34 
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Station ID Parameter name Limit Oct Nov Dec Jan Feb Mar Apr May Jun Jul Aug Sep 

WS 004 Flow in mgd - calendar 
month average 

0.0228 .01 .0099 .009 .0083 .0086 .0074 .0087 .0142 .0176 .0139 .0111 .0113 

WS 004 Flow in mgd - daily 
maximum 

0.0342 .0162 .0115 .0112 .0096 .0117 .011 .011 .026 .0319 .1055 .0135 .0147 

WS 004 Precipitation in in - calendar 
month total 

Report 3.62 .06 1.62 .16 .8 1.86 3.52 5.61 9.41 3.53 2.19 .36 

WS 004 Solids, Total Suspended 
(TSS) in mg/L - calendar 
month average 

Report 15 16 20 22 26 33 14 16 14 15 14 16 

WS 004 pH in SU - calendar month 
maximum 

Report 7.7 7.56 7.59 8.02 7.71 7.48 7.63 7.53 7.3 7.35 7.3 7.44 

WS 004 pH in SU - calendar month 
minimum 

Report 7.6 7.5 7.55 7.9 7.56 7.25 7.49 7.49 7.23 7.28 7.26 7.4 

WS 006 Remaining Scum Capacity in 
in - calendar quarter 
maximum 

Report   9   9   9   9 

WS 006 Remaining Sludge Capacity 
in in - calendar quarter 
maximum 

Report   27   27   27   27 

WS 006 Scum Depth, Maximum of 
Sample in in - calendar 
quarter maximum 

Report   0   0   0   0 

WS 006 Sludge Depth, Maximum of 
Sample in in - calendar 
quarter maximum 

Report   4   4   8   6 

WS 010 BOD, Carbonaceous 05 Day 
(20 Deg C) in mg/L - 
calendar month average 

Report 20 29 35 49 57 52 58 67 54 49 36 39 

WS 010 Flow in Mgal - calendar 
month total 

Report .1519 .1525 .1602 .1682 .1564 .1733 .1608 .1864 .228 .1681 .1606 .1405 

WS 010 Flow in mgd - calendar 
month average 

0.0153 .0049 .0051 .0052 .0054 .0054 .0056 .0054 .006 .0076 .0054 .0052 .0047 

WS 010 Flow in mgd - daily 
maximum 

0.0229 .0072 .0058 .0056 .0059 .0064 .0079 .0055 .0149 .0544 .008 .0058 .0054 

WS 010 Precipitation in in - calendar 
month total 

Report 3.62 .06 1.62 .16 .8 1.86 3.52 5.61 9.41 3.53 2.19 .36 

WS 010 Solids, Total Suspended 
(TSS) in mg/L - calendar 
month average 

Report 11 16 19 18 18 20 20 22 15 28 12 14 

WS 010 pH in SU - calendar month 
maximum 

Report 7.74 7.6 7.62 8.11 7.72 7.74 7.71 7.59 7.41 7.2 7.4 7.45 

WS 010 pH in SU - calendar month 
minimum 

Report 7.68 7.55 7.6 8.05 7.66 7.4 7.6 7.53 7.35 7.13 7.34 7.41 

WS 012 Remaining Scum Capacity in 
in - calendar quarter 
maximum 

Report   9   9   9   9 

WS 012 Remaining Sludge Capacity 
in in - calendar quarter 
maximum 

Report   27   27   27   27 

WS 012 Scum Depth, Maximum of 
Sample in in - calendar 
quarter maximum 

Report   0   0   0   0 

WS 012 Sludge Depth, Maximum of 
Sample in in - calendar 
quarter maximum 

Report   4   5   3   5 
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Station ID Parameter name Limit Oct Nov Dec Jan Feb Mar Apr May Jun Jul Aug Sep 

WS 013 BOD, Carbonaceous 05 Day 
(20 Deg C) in mg/L - 
calendar month average 

Report 44 47 59 72 73 59 72 70 65 62 61 44 

WS 013 Flow in Mgal - calendar 
month total 

Report .196 .1984 .2008 .221 .2176 .2217 .1958 .2132 .2244 .1992 .2 .1959 

WS 013 Flow in mgd - calendar 
month average 

0.0153 .0063 .0066 .0065 .0071 .0075 .0072 .0065 .0069 .0075 .0064 .0065 .0065 

WS 013 Flow in mgd - daily 
maximum 

0.0229 .0087 .008 .0075 .0092 .009 .0087 .0088 .0086 .0091 .0084 .0076 .0083 

WS 013 Precipitation in in - calendar 
month total 

Report 3.62 .06 1.62 .16 .8 1.86 3.52 5.61 9.41 3.53 2.19 .36 

WS 013 Solids, Total Suspended 
(TSS) in mg/L - calendar 
month average 

Report 20 22 25 27 28 21 24 21 19 23 34 20 

WS 013 pH in SU - calendar month 
maximum 

Report 7.54 7.55 7.59 7.99 7.81 7.47 7.55 7.52 7.25 7.4 7.3 7.37 

WS 013 pH in SU - calendar month 
minimum 

Report 7.5 7.5 7.55 7.91 7.64 7.26 7.46 7.4 7.18 7.33 7.21 7.31 

WS 015 Remaining Scum Capacity in 
in - calendar quarter 
maximum 

Report   8   8   8   8 

WS 015 Remaining Sludge Capacity 
in in - calendar quarter 
maximum 

Report   26   26   26   26 

WS 015 Scum Depth, Maximum of 
Sample in in - calendar 
quarter maximum 

Report   1   1   1   1 

WS 015 Sludge Depth, Maximum of 
Sample in in - calendar 
quarter maximum 

Report   5   7   6   4 

WS 016 BOD, Carbonaceous 05 Day 
(20 Deg C) in mg/L - 
calendar month average 

Report 1.3 2.85 4.5 6.7 9.5 7.3 15 10 5.2 4 3.3 3.2 

WS 016 Chloride, Total in mg/L - 
calendar month average 

Report 398 458 425 495 532 441 365 408 382 419 523 509 

WS 016 Nitrite Plus Nitrate, Total (as 
N) in mg/L - calendar month 
average 

Report 25 31 28 30 30 28 24 24 24 26 27 30 

WS 016 Nitrogen, Kjeldahl, Total in 
mg/L - calendar month 
average 

Report 5.28 4.31 6.17 10.16 11 10 14 13 9.91 7.44 6.93 4.65 

WS 016 Nitrogen, Total (as N) in 
mg/L - calendar month 
average 

Report 30 35 34 41 41 38 38 37 34 33 34 35 

WS 016 Phosphorus, Total (as P) in 
mg/L - calendar month 
average 

Report 4.52 4.6 4.96 4.78 4.67 4.67 4.63 4.8 4.99 4.7 4.8 4.67 

WS 016 Solids, Total Suspended 
(TSS) in mg/L - calendar 
month average 

Report <3.3 <2.9 <2.9 1.8 1.5 <3.3 2.7 <3.3 4.7 4.2 1.7 4.4 

WS 017 BOD, Carbonaceous 05 Day 
(20 Deg C) in mg/L - 
calendar month average 

Report 2.7 4.1 7.5 15 23 14 14 15 21 15 7.9 5.7 

WS 017 Chloride, Total in mg/L - 
calendar month average 

Report 617 558 610 703 687 669 585 684 526 588 690 720 

WS 017 Nitrite Plus Nitrate, Total (as 
N) in mg/L - calendar month 
average 

Report 24 24 24 28 19 24 21 15 21 26 27 27 
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Station ID Parameter name Limit Oct Nov Dec Jan Feb Mar Apr May Jun Jul Aug Sep 

WS 017 Nitrogen, Kjeldahl, Total in 
mg/L - calendar month 
average 

Report 16 9.89 12 16 20 14 13 15 20 20 18 19 

WS 017 Nitrogen, Total (as N) in 
mg/L - calendar month 
average 

Report 40 34 36 45 40 38 34 30 41 46 46 46 

WS 017 Phosphorus, Total (as P) in 
mg/L - calendar month 
average 

Report 6.07 4.95 4.85 4.89 4.68 4.64 4.83 4.98 5.51 5.96 5.9 5.79 

WS 017 Solids, Total Suspended 
(TSS) in mg/L - calendar 
month average 

Report 2.5 2.8 1.5 4.8 8.5 2 4.5 5 10 10 3.7 7 

WS 018 BOD, Carbonaceous 05 Day 
(20 Deg C) in mg/L - 
calendar month average 

Report 1.1 3.55 5.6 17 22 35 31 24 14 6.5 5.5 5.5 

WS 018 Chloride, Total in mg/L - 
calendar month average 

Report 530 532 560 590 694 597 552 590 443 590 750 604 

WS 018 Nitrite Plus Nitrate, Total (as 
N) in mg/L - calendar month 
average 

Report 27 28 23 19 20 13 12 11.34 15 21 24 18 

WS 018 Nitrogen, Kjeldahl, Total in 
mg/L - calendar month 
average 

Report 4.06 5.98 8.12 15 18 20 22 22 18 12 9.6 22 

WS 018 Nitrogen, Total (as N) in 
mg/L - calendar month 
average 

Report 31 34 31 34 37 33 34 33 33 34 34 40 

WS 018 Phosphorus, Total (as P) in 
mg/L - calendar month 
average 

Report 4.67 4.93 5.07 4.75 4.74 4.81 4.94 4.94 5.02 5.13 5 5.8 

WS 018 Solids, Total Suspended 
(TSS) in mg/L - calendar 
month average 

Report 3.7 4.2 5.6 8.4 7 11 9 8 8.5 4.5 6 45 

WS 019 BOD, Carbonaceous 05 Day 
(20 Deg C) in mg/L - 
calendar month average 

Report 1.4 2.85 5.4 14 30 24 28 30 18 14 5.9 11 

WS 019 Chloride, Total in mg/L - 
calendar month average 

Report 605 634 593 622 685 640 565 665 613 690 700 669 

WS 019 Nitrite Plus Nitrate, Total (as 
N) in mg/L - calendar month 
average 

Report 34 34 28 19 14.52 13 15 14 19 24 28 23 

WS 019 Nitrogen, Kjeldahl, Total in 
mg/L - calendar month 
average 

Report 5.9 5.2 7.5 19 30 25 27 29 28 22 19 24 

WS 019 Nitrogen, Total (as N) in 
mg/L - calendar month 
average 

Report 40 39 35 39 44 38 42 43 46 45 47 47 

WS 019 Phosphorus, Total (as P) in 
mg/L - calendar month 
average 

Report 5.7 5.54 5.34 5.68 5.48 5.8 5.53 5.76 6.7 6.79 6.35 6.32 

WS 019 Solids, Total Suspended 
(TSS) in mg/L - calendar 
month average 

Report 1.5 3.3 4.2 8.4 16 8.7 7.7 14 10 12 6 12 
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Annual Compliance Summary Frequently Asked Questions  
 

Section 1: Facility/Permit information 
 
Purpose – This section summarizes general information about your facility and permit. It includes a list of contacts we 
have recorded for the facility. In particular, please ensure that the listed 24-hour contacts for the facility is current along 
with the certified treatment operators. This section also includes geographical information along with a list of Minnesota 
Pollution Control Agency (MPCA) contacts for the facility. 
 

• Q: Why is my Facility contacts information incorrect? 

o A: You may need to update contacts to account for any changes in the last year. Follow the instructions 

listed in this section to submit updated contact information.  

• Q: I submitted the Permit contact change form last year, but I still see an old “Online Subscriber” contact listed? 

o A: To remove an “Online Subscriber” contact type, you need to have the Facility’s responsible official fill out, 

sign, scan and email the e-Services: Request to remove account holder authorization (wq-wwprm7-100b) 

form to the WQ Submittals mailbox at wq.submittals.mpca@state.mn.us.  

• Q: How do I add or remove treatment plant operators? 

o A: Please send an email to the NPDES.PCA@state.mn.us with the correct listing of operators. Make sure to 

include their contact and license information. 

• Q: Why does my Facility information, including design flow read incorrectly or blank?  

o A: The Design Flow and Facility information have known issues with facilities that have permits issued 

prior to 2014. As these permits are re-issued, the information should show correctly.  

Section 2: Compliance information summary  
 
Purpose – This section summarizes the Discharge Monitoring Report (DMR) reporting and monitoring requirements of 
your permit and the information reported on your DMRs from October 1, 2023 - September 30, 2024. 
 

• Q: Why are my DMRs showing up as late? 
o A: The DMRs must be received by the 21st of the month following the end of the monitoring period. If 

the DMR was submitted after this date or hasn’t been submitted at all then it will reflect the number of 

days late that it is. 

Section 3: Alleged effluent limit exceedances 
 
Purpose – This section summarizes reported DMR values that exceeded the limits in your permit for October 1, 2023 - 
September 30, 2024. 
 

• Q: I was over my limit for one of my parameters, will this show under this section? 

o A: If you have recorded a value that is greater than the limit it will show under this section.  

Section 4: Late or missing DMR information 
 
Purpose – This section summarizes late or missing DMR reports, missing individual DMR parameters, and late or missing 
sample values for October 1, 2023 – September 30, 2024. 
 

• Q: Why are there late or missing sample values listed on the grid, but my DMR was submitted with data, and I 

submitted my sample values? 

https://www.pca.state.mn.us/sites/default/files/wq-wwprm7-100b.docx
mailto:wq.submittals.mpca@state.mn.us
mailto:NPDES.PCA@state.mn.us
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o A: If your permit has different submittal action frequencies (i.e., a monthly DMR and a quarterly DMR), 

and you submitted your sample values on one sample values workbook, the grid will show that the 

sample value is missing (i.e., submitting quarterly data on a monthly sample value spreadsheet).  

Section 5: Inspections 
 
Purpose – This section lists any wastewater, biosolids, pretreatment or stormwater inspections conducted at your facility 
from October 1, 2023 - September 30, 2024. 
 

• Q: What if I had an inspection and it is not listed on this report? 

o A: Please respond to this report with the inspection date and type conducted at your facility during this 

time period. 

Section 6: Incidents  
 
Purpose – This section lists wastewater-related incidents (releases, bypasses, etc.) to your collection system or treatment 
plant/facility from October 1, 2023 - September 30, 2024. This list may not be all-inclusive for industrial wastewater 
facilities. 
 

• Q: Why is there an incident in my grid for a collection system or satellite community that is not covered under 

my permit? 

o A: On occasion, releases at a satellite community or collection system that discharges to the WWTP may 

be inaccurately linked to the WWTP. Please reply to this report with the discrepancy, including the 

incident date and time that is incorrectly showing. Also include detailed background information about 

the incident and the updates that need to be made. 

Section 7: Submittals 
 
Purpose – This section lists non-DMR submittals required by this permit during October 1, 2023 - September 30, 2024. This 
list may not include all submittals required during this review period. Refer to your permit for all submittals and due 
dates. 
 

• Q: Why do I see a missing submittal for something I mailed to the MPCA? 
o A:  Please reply to this report with detailed information about the missing submittal.  

• Q: Why do I see a date that I believe is incorrect? 
o A: Please reply to this report with detailed information about the incorrect date. 

Section 8: DMR data submitted 
 
Purpose – This section lists all DMR data submitted for October 1, 2023 - September 30, 2024. Please review for 
correctness and make any necessary amendments to sample values or DMRs for incorrect data submitted.  
 

• Q: I see some incorrect data; how do I fix it? 

o A: Complete an amendment of the sample values and DMR to correct the data via e-Services. If you 
need assistance submitting an amendments, you can find resources on the MPCA’s Discharge 
Monitoring Report webpage under the DMR submittal guidance section - 
https://www.pca.state.mn.us/business-with-us/discharge-monitoring-reports 

https://www.pca.state.mn.us/business-with-us/discharge-monitoring-reports

